
Revision date: August 8, 2023 

 

 

Broadsens SVT-A and SVT-V series wireless vibration sensors use 

ER14250 battery (1/2 AA battery size). EVE or Saft battery is 

recommended. Battery capacity 1200mAh, voltage 3.6V.  

To replace the sensor battery, please first remove the sensor cap, and 

take a note at the direction of the battery. Unscrew the four metal 

screws that hold the sensor battery cover with the sensor PCB board. 

Disconnect the old battery, and insert the new battery. There is only 

one direction that allows the battery to be inserted. Insert the battery 

with battery cover and PCB back to the sensor base. Fasten the screws 

and put back the sensor cap.  

For details, please refer to sensor battery replacement guide.  

 

Replacement battery 

ER14250 with connector 
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Battery cable length is 20mm 
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